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MJ ANCHORING COUPLING
ON 0% GRADE, TOTAL

LENGTH WILL VARY,
POLYETHYLENE ENCASED

SEE            , DETAIL 'A'

MANHOLE RING & COVER
PER STANDARD DETAILS
                    AND .
REPLACE THE WORDS
"SANITARY SEWER" WITH
"WATER UTILITY"

4 IN. PVC (SCH 40)
SEWER PIPE

HORIZONTAL
BLOCKING SEE

DETAILS

GATE VALVE FLG X MJ
ANCHORED (NORMALLY OPEN)

(TYPICAL)

MANHOLE RING & COVER PER STANDARD
DETAILS                 AND         . REPLACE THE
WORDS "SANITARY SEWER" WITH "WATER UTILITY

6 FT. DIA MANHOLE

4 IN. FLOOR DRAIN W/
BRASS GRATE

GROUT FLOOR @ 2%
TO FLOOR DRAIN

GATE VALVE BASE  24 IN. X 24 IN. X 6 IN
W/ #4 BARS @ 6IN.  OCEW

FLG TANGENTIAL OUTLET

PIPE EMBEDMENT SAME AS WATER MAIN

OPERATING NUT
RISER

PIPE PENETRATION SEE            , NOTE 2

GATE VALE BASE W/ #4 BARS,
MAX. 8  IN. CENTERS MANHOLE BASE, #6

BARS @ 6 IN. OCEW

BEDDING OF 3/4 IN. WASHED ROCK

4 IN. PERFORATED PVC (SCH 40) BACKFILLED WITH WASHED GRAVEL PER SECTION 4.2
(EXCAVATION & BACKFILL) PART 2.A.2.e AND TRENCH ENVELOPE W/ GEOTEXTILE FILTER

FABRIC ( MIN. 5 FT. LONG)

IF TOP OF NUT IS >7 FT BELOW RIM, PROVIDE
BRACING EVERY 2 FT. SEE            , DETAIL 'B'

4 IN. FLOOR DRAIN W/
BRASS GRATE

VALVE BOX AND LID

VALVE BOX AND LID WITH
CONCRETE PAD. REFERENCE        .
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DISCLAIMER:  THE USE OF THIS STANDARD IS GOVERNED BY THE "TEXAS
ENGINEERING PRACTICE ACT".  NO WARRANTY OF ANY KIND IS MADE BY
THE CITY OF WACO FOR ANY PURPOSE WHATSOEVER.  THE CITY OF WACO
ASSUMES NO RESPONSIBILITY FOR THE CONVERSION OF THIS STANDARD
TO OTHER FORMATS OR FOR INCORRECT RESULTS OR DAMAGES
RESULTING FROM ITS USE.
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